
REFER TO ARCH DWGS
FOR CAVITY CONSTR

BRICK VENEER
REFER TO ARCH DWGS

10" CMU
REFER TO FDN PLAN
FOR VERT REINF1' - 5"

8" CMU
REFER TO FDN PLAN
FOR VERT REINF

(+16'-0")

JBE (REFER TO PLAN)

1 1/2" STEEL
ROOF DECK

CONT L3x3x1/4

JOIST
REFER TO PLAN

REINF INDICATED
BROKEN FOR CLARITY

CONT 8" OPEN
BOT BOND BEAM
W/ (2) #5 CONT

1' - 3"

CONT L4x4x5/16 W/
MC6x12x0'-8" BRACKET
@ 5'-0" OC (MAX) W/ (2)
5/8" DIAM SCREW ANCHORS

3/16

3/16

DOWN

OPP SLOPE
AT SIM

8"x16" OPEN BOT BOND
BEAM W/ (2) #5 CONT

REFER TO ARCH DWGS
FOR CAVITY CONSTR

BRICK VENEER
REFER TO ARCH DWGS

8" CMU
REFER TO FDN PLAN
FOR VERT REINF

(+16'-0")

JBE (REFER TO PLAN)

1 1/2" STEEL
ROOF DECK

CONT L3x3x1/4

JOIST
REFER TO PLAN

REINF INDICATED
BROKEN FOR CLARITY

CONT 8" OPEN
BOT BOND BEAM
W/ (2) #5 CONT

1' - 3"

DOWN

OPP SLOPE
AT SIM

3/16

8"x16" OPEN BOT BOND
BEAM W/ (2) #5 CONT

REFER TO ARCH DWGS
FOR CAVITY CONSTR

BRICK VENEER
REFER TO ARCH DWGS

8" CMU
REFER TO FDN PLAN
FOR VERT REINF

(+16'-0")

1 1/2" STEEL
ROOF DECK

CONT L4x4x5/16 W/ 5/8"
DIAM SCREW ANCHORS
@ 2'-8" OC

JOIST
REFER TO PLAN

CONT 8" OPEN
BOT BOND BEAM
W/ (2) #5 CONT

1' - 3"

(VARIES)

4"

3/16 3-12

GROUT CMU SOLID
AT ANCHORS

8" CMU
REFER TO FDN PLAN
FOR VERT REINF

(+16'-0")

1 1/2" STEEL
ROOF DECK

CONT L4x4x5/16 W/ 5/8"
DIAM SCREW ANCHORS
@ 2'-8" OC

JOIST
REFER TO PLAN

CONT 8" OPEN
BOT BOND BEAM
W/ (2) #5 CONT

1' - 3"

(VARIES)

4"

REFER TO ARCH DWGS
FOR CAVITY CONSTR

BRICK VENEER
REFER TO ARCH DWGS

(+12'-0")

10" CMU
REFER TO FDN PLAN
FOR VERT REINF

1' - 5"

CONT L4x4x5/16 W/
MC6x12x0'-8" BRACKET
@ 5'-0" OC (MAX) W/ (2)
5/8" DIAM SCREW ANCHORS

3/16 3-12

3/16

GROUT CMU SOLID
AT ANCHORS

GROUT CMU SOLID
AT ANCHORS

(+16'-0")

REFER TO ARCH DWGS
FOR CAVITY CONSTR

MTL PANEL
REFER TO ARCH DWGS

DETENTION FRAME
REFER TO ARCH DWGS

12" CMU
REFER TO FDN PLAN
FOR VERT REINF

1 1/2" STEEL
ROOF DECK

CONT 1/4" BENT PL W/ 5/8"
DIAM SCREW ANCHORS
@ 2'-8" OC

JOIST
REFER TO PLAN

(VARIES)

4"

CONT 1/4" BENT PL W/ 5/8"
DIAM SCREW ANCHORS AT
EA END AND @ 2'-8" OC

3/16 3-12

(+14'-0")

8" CMU, GROUTED SOLID
REFER TO FDN PLAN
FOR VERT REINF

8"

CONT 8" OPEN
BOT BOND BEAM
W/ (2) #5 CONT

CONT 12"x16" OPEN
BOT BOND BEAM
W/ (2) #5 CONT

11"

6"

2 1/2"

4"

4
"

REFER TO ARCH DWGS
FOR CAVITY CONSTR

BRICK VENEER
REFER TO ARCH DWGS

8" CMU
REFER TO FDN PLAN
FOR VERT REINF

(+16'-0")

JBE (REFER TO PLAN)

1 1/2" STEEL
ROOF DECK

CONT L3x3x1/4

JOIST
REFER TO PLAN

REINF INDICATED
BROKEN FOR CLARITY

CONT 8" OPEN
BOT BOND BEAM
W/ (2) #5 CONT

1' - 3"

(+9'-0")
STOREFRONT
REFER TO ARCH DWGS

BEAM AND BOT PLATE
REFER TO FRAMING PLAN

(+10'-0" AT SIM)

DOWN

OPP SLOPE
AT SIM

3/16

#5 x 2'-6" DBA @ 2'-0" OC

8"x16" OPEN BOT BOND
BEAM W/ (2) #5 CONT

REFER TO ARCH DWGS
FOR CAVITY CONSTR

BRICK VENEER
REFER TO ARCH DWGS

(+16'-0")

1' - 3"

(+9'-0")

8" CMU
REFER TO FDN PLAN
FOR VERT REINF

1 1/2" STEEL
ROOF DECK

CONT L4x4x5/16 W/ 5/8"
DIAM SCREW ANCHORS
@ 2'-8" OC

JOIST
REFER TO PLAN

CONT 8" OPEN
BOT BOND BEAM
W/ (2) #5 CONT

(VARIES)

4"

STOREFRONT
REFER TO ARCH DWGS

BEAM AND BOT PLATE
REFER TO FRAMING PLAN

#5 x 2'-6" DBA @ 2'-0" OC

3/16 3-12

GROUT CMU SOLID
AT ANCHORS

REFER TO ARCH DWGS
FOR CAVITY CONSTR

BRICK VENEER
REFER TO ARCH DWGS

8" CMU
REFER TO FDN PLAN
FOR VERT REINF

(+16'-0")

1 1/2" STEEL
ROOF DECK

CONT L3x3x1/4

JOIST
REFER TO PLAN

CONT 8" OPEN
BOT BOND BEAM
W/ (2) #5 CONT1' - 3"

JBE (+14'-0")

#4 DOWEL @ 16" OC

3
/4

" 
C

L
R

4"

4
"

2'-0"

2'-0"

(+10'-0")

3
/4

" 
C

L
R

1" CLR

3/16

8"x16" OPEN BOT BOND
BEAM W/ (2) #5 CONT

NOTE: NO CAP SLAB IN
DAYROOM 400 ONLY

ADDENDUM

7

REFER TO ARCH DWGS
FOR CAVITY CONSTR

BRICK VENEER
REFER TO ARCH DWGS

10" CMU
REFER TO FDN PLAN
FOR VERT REINF1' - 5"

(+12'-0")

(+16'-0")

1' - 3"

CONT L4x4x5/16 W/
MC6x12 BRACKET
@ 5'-0" OC (MAX)

JBE (+14'-0")

8" CMU
REFER TO FDN PLAN
FOR VERT REINF

1 1/2" STEEL
ROOF DECK

CONT L3x3x1/4

JOIST
REFER TO PLAN

CONT 8" OPEN
BOT BOND BEAM
W/ (2) #5 CONT

#4 DOWEL @ 16" OC

3
/4

" 
C

L
R

4
"

2'-0"

2'-0"

(+10'-0")

3/16

4"

3
/4

" 
C

L
R

1" CLR
3/16

8"x16" OPEN BOT BOND
BEAM W/ (2) #5 CONT

GROUT CMU SOLID
AT ANCHORS

NOTE: NO CAP SLAB IN
DAYROOM 400 ONLY

ADDENDUM

7

REFER TO ARCH DWGS
FOR CAVITY CONSTR

BRICK VENEER
REFER TO ARCH DWGS

(+16'-0")

1 1/2" STEEL
ROOF DECK

CONT L4x4x5/16 W/ 5/8"
DIAM SCREW ANCHORS
@ 2'-8" OC

JOIST
REFER TO PLAN

CONT 8" OPEN
BOT BOND BEAM
W/ (2) #5 CONT

1' - 3"

(+14'-2 1/2")

4" 8" CMU
REFER TO FDN PLAN
FOR VERT REINF

#4 DOWEL @ 16" OC

3
/4

" 
C

L
R

4
"

2'-0"

2'-0"

(+10'-0")

4"

3
/4

" 
C

L
R

1" CLR

3/16 3-12

GROUT CMU SOLID
AT ANCHORS

NOTE: NO CAP SLAB IN
DAYROOM 400 ONLY

ADDENDUM

7

REFER TO ARCH DWGS
FOR CAVITY CONSTR

12" CMU
REFER TO FDN PLAN
FOR VERT REINF

8" CMU
REFER TO FDN PLAN
FOR VERT REINF

JBE (+14'-0")

1 1/2" STEEL
ROOF DECK

CONT L3x3x1/4

JOIST
REFER TO PLAN

MTL PANEL
REFER TO ARCH DWGS

(+16'-0")

DETENTION FRAME
REFER TO ARCH DWGS

DOWN

OPP SLOPE
AT SIM

3/16

CONT 8" OPEN
BOT BOND BEAM
W/ (2) #5 CONT

CONT 12"x16" OPEN
BOT BOND BEAM
W/ (2) #5 CONT

11"

CONT 1/4" BENT PL W/ 5/8"
DIAM SCREW ANCHORS AT
EA END AND @ 2'-8" OC

4
"

6"

2 1/2"

mi^k

12" CMU WALL
BELOW

1
' 
- 

0
"

1
 1

/2
"

4
 1

/2
"

4
 1

/2
"

1
 1

/2
"

1" 8" 2 5/8"

1 1/2"

1 1/2" 3 1/2"

1 1/2"

REFER TO ARCH DWGS
FOR CAVITY CONSTR

12" CMU
REFER TO FDN PLAN
FOR VERT REINF

JBE (+14'-0")

1 1/2" STEEL
ROOF DECK

CONT L3x3x1/4
REFER TO SECTION 8/S4.1

MTL PANEL
REFER TO ARCH DWGS

HSS4x4 POST

8" CMU
REFER TO FDN PLAN
FOR VERT REINF

12" CMU WALL
BELOW

mfbo=mi^k

8" CMU
BELOW

SOLID 4" CMU
(TYP EA SIDE)

MORTAR SOLID

CUT 8" CMU

3
 5

/8
"

9
/1

6
"

7
 5

/8
"

9
/1

6
"

3
 5

/8
"

4" 7 5/8"

1
' 
- 

4
"

1/2" BASE PLATE W/
(4) 1/2" DIAM x 1'-0"
ADHESIVE ANCHORS
ON 1/2" NS GROUT

CONT 12"x16" OPEN
BOT BOND BEAM
W/ (2) #5 CONT

MASONRY TIES @ 16" OC
EA SIDE OF COL NOT
INDICATED; REFER TO SPEC

REFER TO ARCH DWGS
FOR CAVITY CONSTR

8" CMU
REFER TO FDN PLAN
FOR VERT REINF

(+16'-0")

JBE (+13'-4")

1 1/2" STEEL
ROOF DECK

CONT L3x3x1/4

JOIST
REFER TO PLAN

REINF INDICATED
BROKEN FOR CLARITY

CONT 8" OPEN
BOT BOND BEAM
W/ (2) #5 CONT

MTL PANEL
REFER TO ARCH DWGS

STOREFRONT
REFER TO ARCH DWGS

DOWN

3/16

11"

CONT 1/4" BENT PL W/ 5/8"
DIAM SCREW ANCHORS AT
EA END AND @ 2'-8" OC

4
"

6"

2 1/2"

8"x16" OPEN BOT BOND
BEAM W/ (2) #5 CONT

8" CMU
REFER TO FDN PLAN
FOR VERT REINF

1 1/2" STEEL
ROOF DECK

CONT L4x4x5/16 W/ 5/8"
DIAM SCREW ANCHORS
@ 2'-8" OC

JOIST
REFER TO PLAN

(VARIES)

4"

REFER TO ARCH DWGS
FOR CAVITY CONSTR

MTL PANEL
REFER TO ARCH DWGS

3/16 3-12

GROUT CMU SOLID
AT ANCHORS

REFER TO ARCH DWGS
FOR CAVITY CONSTR

8" CMU
REFER TO FDN PLAN
FOR VERT REINF

JBE (+13'-4")

1 1/2" STEEL
ROOF DECK

CONT L3x3x1/4

JOIST
REFER TO PLAN

REINF INDICATED
BROKEN FOR CLARITY

MTL PANEL
REFER TO ARCH DWGS

3/16

8"x16" OPEN BOT BOND
BEAM W/ (2) #5 CONT

HSS4x4 POST W/ 1/2"
BASE PLATE; REFER
TO SECTION 9/S4.1 FOR
OFFSET BASE PLATE

(+11'-4")

8" CMU
GROUTED SOLID

3
/4

" 
C

L
R

#4 DOWEL x 3'-6"
W/ 90 DEGREE
HOOK @ 12" OC

3
/4

" 
C

L
R

(+8'-8")

REFER TO SECTION 9/S4.1
FOR INFO NOT INDICATED

#5 x 1'-9" DBA
@ 16" OC

1 3/4"

CONT 14 GA BENT
PL W/ 4" LEGS

400S162-43 RAFTERS
(MIN) @ 16" OC

5/8" SHEATHING

SLOPED 400T200-43 TRACK
W/ (2) 1/4" DIAM SCREW
ANCHORS @ 16" OC

(+11'-4")

(+10'-0")

4"

1" CLR

GYP COVERING

CONT 1/4" BENT
CLOSURE PL 9"

3"

3/16 3-12

6" EA

END

CONT 8" OPEN
BOT BOND BEAM
W/ (2) #5 CONT

STOREFRONT
REFER TO ARCH DWGS

(+10'-7")

(+9'-3 1/2")

STOREFRONT
REFER TO ARCH DWGS

CONT L5x5x5/16 BELOW
STOREFRONT

CONT HSS3x3x1/4

HSS6x6

HSS4-1/2x4-1/2 W/
1/4" CLOSURE PL
OUTLOOKER AT
COL BEYOND

(+10'-8")

(+9'-0")

1' - 4 7/8" 6 5/8"

HSS6x6 COL BEYOND

3/16 3-12

6" EA

END

3/16

1 1/2" STEEL
ROOF DECK

CONT L3x3x5/16 (TYP)

3/16
TYP

STOREFRONT
REFER TO ARCH DWGS

(+10'-8")

(+9'-8")

STOREFRONT
REFER TO ARCH DWGS

CONT HSS3x3x1/4

HSS4-1/2x4-1/2

CONT HSS4-1/2x4-1/2

HSS6x6

5' - 1 1/4" 5 3/4"

(+9'-0")

CONT L4x4x5/16 BELOW
STOREFRONT

3/16 3-12

6" EA

END

3/16

CONT L3x3x1/4

3/16
TYP

1 1/2" STEEL
ROOF DECK

REFER TO ARCH DWGS
FOR CAVITY CONSTR

BRICK VENEER
REFER TO ARCH DWGS

10" CMU
REFER TO FDN PLAN
FOR VERT REINF

(+8'-8")

STOREFRONT
REFER TO ARCH DWGS

BEAM AND BOT PLATE
REFER TO FRAMING PLAN

#5x2'-6" DBA'S AT 2'-0" OC.

1' - 5"

4 3/4"

3/8"

12" CMU
REFER TO FDN PLAN
FOR VERT REINF

JBE (+14'-0")

1 1/2" STEEL
ROOF DECK

CONT L3x3x1/4

JOIST
REFER TO PLAN

REFER TO ARCH DWGS
FOR CAVITY CONSTR

BRICK VENEER
REFER TO ARCH DWGS

REINF INDICATED
BROKEN FOR CLARITY

CONT C6x8.2

1' - 7"

3/163/16

CONT HSS4x2x1/4

HSS4x4x1/4x0'-5" @ 4'-0" OC

3/16

JOIST MFR SHALL
DESIGN TOP CHORD
FOR  2.6K DL
(1.7K DL AT SIM ONLY)

12"x16" OPEN BOT
BOND BEAM W/
(2) #5 CONT
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 3/4" = 1'-0"S2.1 S4.1

pb`qflkN

 3/4" = 1'-0"S2.1 S4.1

pb`qflkO

 3/4" = 1'-0"S2.1 S4.1

pb`qflkP

 3/4" = 1'-0"S2.1 S4.1

pb`qflkQ

 3/4" = 1'-0"S2.1 S4.1

pb`qflkR

 3/4" = 1'-0"S2.1 S4.1

pb`qflkS

 3/4" = 1'-0"S2.1 S4.1

pb`qflkT

 3/4" = 1'-0"S2.2 S4.1

pb`qflkNT

 3/4" = 1'-0"S2.2 S4.1

pb`qflkNU

 3/4" = 1'-0"S2.2 S4.1

pb`qflkNV

 3/4" = 1'-0"S2.1 S4.1

pb`qflkU

 3/4" = 1'-0"S2.1 S4.1

pb`qflkV

 3/4" = 1'-0"S2.1 S4.1

pb`qflkNM

 3/4" = 1'-0"S2.1 S4.1

pb`qflkNN

 3/4" = 1'-0"S2.1 S4.1

pb`qflkNO

 3/4" = 1'-0"S2.1 S4.1

pb`qflkNP

 3/4" = 1'-0"S2.1 S4.1

pb`qflkNR

 3/4" = 1'-0"S2.1 S4.1

pb`qflkNS

 3/4" = 1'-0"S2.1 S4.1

pb`qflkNQ

 3/4" = 1'-0"A9.1 S4.1

pb`qflkOM
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